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J13J12J11aJ8J7J6J5J3

H11a

F12

D12

F11a

D11a

F14

D14

C

C

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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BID ISSUE 4/29/2016 4/29/2016

541-16-101

MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL SIXTH FLOOR PLUMBING

PLAN - MAIN BUILDING WEST

6-MBW
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL SIXTH FLOOR PLUMBING PLAN - MAIN
BUILDING WEST

1N

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

CODED NOTES

 1" = 100'-0"

KEY PLAN - MAIN BUILDING 6 WEST



TPVX-1/2"CW UP
FROM 6TH FLOOR

(2)X-1/2"CW DOWN TO TRAP
PRIMERS ON 6TH FLOOR

TPV

X-1/2"CW UP
FROM 6TH FLOOR

(4)X-1/2"CW DOWN
TO TRAP PRIMERS
ON 6TH FLOOR

P-708

TPVX-1/2"CW, X-1/2"HW
UP FROM 6TH FLOOR

(3)X-1/2"CW DOWN TO TRAP
PRIMERS ON 6TH FLOOR

P-708

X-2"CW DN

HUMIDIFIER

HUMIDIFIER

HUMIDIFIER

X - 1 1/4"ø CW

X - 1 1/4"ø CW

X - 3/4"ø

X - 1/2"ø

X - 1/2"ø

1

1

1

U2S2P2

R5

S11P11

S15P15

S17

S19

N15

DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FLOAT WORK NOTE

CONTRACTOR MAY WORK IN FLOAT AREAS AFTER ALL FIRST AND SECOND SHIFT WORK HAS BEEN COMPLETED OR THERE
IS A SCHEDULING CONFLICT DURING FIRST OR SECOND SHIFT WORK. IN THE CASE OF A SCHEDULING CONFLICT, THE
CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED AND IDENTIFY THE FLOAT AREA
THEY PLAN TO WORK IN. CONTRACTOR MUST RECEIVE APPROVAL FROM COR PRIOR TO WORKING IN FLOAT AREAS.
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DEMOLITION NOTES

THERE IS NO DEMOLITION WORK ON THIS SHEET. THIS SHEET IS FOR REFERENCE ONLY.

 1" = 100'-0"

KEY PLAN - CARES TOWER 7 SOUTH
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Stair #5

7C109

Corridor

7C100

T.V. & Radio Equipment Room

7C104

7C101

Corridor

7C106

Penthouse

7C108

Penthouse

7C107

Penthouse

7C105

Corridor

7C106

X-1/2"CW, X-1/2"HW DN

HOSE BIBB

FOR CHILLED WATER
MAKEUP AND IRRIGATION

BACKFLOW PREVENTER

X-BACKFLOW PREVENTER

X - 1 1/2"ø CW

X - 3"ø CW

X - 1 1/2"ø CW

1
1

K21 K24 K25 K26 K27

J21 J24 J25 J26 J27

H23 H28aH24 H24b H26aH25a

L25 L26 L27L24

M24M23

V119V118 V122

V19V18 V22V20

T18

Q18

N118

T20

R20

T23A

R23A

Q20

P20 P23

L17
L18 L20 L23

L16L15

K17 K18 K20K16K15

H17a H18b H20H16a

J20J18J17J16J15

H15a

M20

V122 V124

V22 V24

T23A T24

R224

R23A

Q23 Q24

P23A

DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FLOAT WORK NOTE

CONTRACTOR MAY WORK IN FLOAT AREAS AFTER ALL FIRST AND SECOND SHIFT WORK HAS BEEN COMPLETED OR THERE
IS A SCHEDULING CONFLICT DURING FIRST OR SECOND SHIFT WORK. IN THE CASE OF A SCHEDULING CONFLICT, THE
CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED AND IDENTIFY THE FLOAT AREA
THEY PLAN TO WORK IN. CONTRACTOR MUST RECEIVE APPROVAL FROM COR PRIOR TO WORKING IN FLOAT AREAS.
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TPVX-1/2"CW UP
FROM 6TH FLOOR

(2)X-1/2"CW DOWN TO TRAP
PRIMERS ON 6TH FLOOR

TPV

X-1/2"CW UP
FROM 6TH FLOOR

(4)X-1/2"CW DOWN
TO TRAP PRIMERS
ON 6TH FLOOR

X-P708

TPVX-1/2"CW, X-1/2"HW
UP FROM 6TH FLOOR

(3)X-1/2"CW DOWN TO TRAP
PRIMERS ON 6TH FLOOR

X-P708

X-2"CW DN

X-HUMIDIFIER

X - 1 1/4"ø CW

X - 3/4"ø

X - 1/2"ø
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